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K 018 ; NFPA 101 LIFE SAFETY CODE STANDARD l K018; i
88=D | ! 5

|
Doors protecting corridor openings in other than |
required enclosures of verlical openings, exits, or |
hazardous areas are substantial doors, such as
; those constructed of 1% inch solid-bonded core
. wood, or capable of resisting fire for at least 20
i minutes. Dooars in sprinklered buildings are only
required to resist the passage of smoke. There is 5
no impediment to the closing of the doors. Doors ;
are provided with a means suitable for keeping
the door closed. Dutch doors meeting 19.3.6.3.6

1. The Waest Nurse’s station pantryDoor,

are permitted.  19.3.6.3 | shower room door near Room
- ] a #502, and resident room 205 were 11/29/12
Roller latches are prohibited by CMS regulations all adjusted to close to a positive

i i ilities. i
in all health care facilities | latch on 11 /29/12.

2. All doors having positive latches
were checked to ensure they
maintained a positive latch.

3. A checkiist of all positive latch doors

: will be created and maintained on ~ 12/14/12

a regular basis. j

positive latch. (NFPA 101, 19-3.6.3.)

This STANDARD is not met as evidericed by: 4. Random audits of all positive latch doors
Based on observation and interview, the facility | will be done by the Maintenance dept. :
failed to assure corridor doors closed to a and reported to the regular m onthly 1/13/13

QA&A meeting X three months. |
The findings include: B ]
i

Observation and interview with the Maintenance
Director, on November 26, 2012 between 10:00
a.m. and 2:00 p.m. confirmed corridor doors to | :
the west Nurses station's paniry door, shower i :
room door near room 502, and resident room 205 | :
failed to close to a positive latch.
This finding was verified by the Maintenance ; i

|
LABORATORY DIRECTOR'S OR PROVIDER/SUPPLIER REPRESENTATIVE'S SIGNATURE TITLE

{X6} DATE

Any deficiency statement ending with an asterisk {*) denctes a deficiency which the Institution may be excused from correcting providing itis determined that
other safeguards provide sufficient protection to the pafients. (See instructions.} Except for nursing homes, the findings stated above are drsctogsabie 80 days
following the date of survey whether ar not a plan of correction Is provided. For nursing homes, the above findings and plans of correction are disclosable 14
days following the date these documents are made available to the faciiity, If deficlencies are clted, an approved plan of correction Is requisite to continued

program participation,
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K 018 Continued From page 1 5
i Supervisor and acknowledged by the
| Administrator during the exit conference on
i November 26, 2012.
K029 ; NFPA 101 LIFE SAFETY CODE STANDARD
88=D,
. One hour fire rated construction (with % hour

| extinguishing system in accordance with 84.1 |
: and/or 19.3.5.4 protects hazardous areas. When

i the approved automatic fire extinguishing system

! opfion is used, the areas are separated from

! other spaces by smoke resisting partitions and

i doors. Doors are self-closing and non-rated or

; field-applied protective plates that do not exceed

! 48 inches from the bottom of the door are

| permitted.  19.3.2.1

' This STANDARD is not met as evidenced by:
Based on observation and interview, the facility

failed to assure hazardous areas were provided

with self-closing doors.

| The findings include:

Observation and interview with the Maintenance
i Director, on November 26, 2012 at 11:50 a.m.
confirmed the Medical Records room door was
not provided with a door closer.

Based on observation and interview, the facility

failed to assure hazardous area ' s one {1} hour
fire rated construction is maintained.

The findings include:

Observation and interview with the Maintenance
' Director, on November 26, 2012 at 12:00 p.m.

E confirmed the laundry door had a 3/4" gap at the

K018

K 029

| fire-rated doors) or an approved automatic fire l 1. On 11/27/12, the Medicail Records office 11/27/12

was provided with a door closer. The faundry .
door was adjusted to ensure that there were

no gaps.

- All self-closing doors were checked to

ensure a posititive latch on 11/27/12.
- A checklist of all positive latch doors

11/27/12

Will be created and maintained on a

regular basis,

12/14/12

Random audits of all positive latch doors

will be done by the Maintenance Dept.
and reported to the regular monthly QA&A

meeting x three months,

1/13/13
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were left in the open activity area during the drill.

| SBupervisor and acknowledged by the
; Administrator during the exit conference on
' November 26, 2012.

*4) I [ SUMMARY STATEMENT OF DEFICIENCIES D ! PROVIDER'S PLAN OF CORRECTION (x5}
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| II DEFICIENCY) ;
| |
K 029 Continued From page 2 K 029|i
! top and failed to be self-closing. ; i
| These findings were verified by the Maintenance i a:
+ Supervisor and acknowledged by the i : :
. Administrator during the exit conference on :
i November 26, 2012. !
K 050 NEPA 101 LIFE SAFETY CODE STANDARD K050,
SS=F | | ;
i Fire drills are held at unexpected times under ! 5 ;
: varying conditions, at least quarterly on each shift. | :
The staff is familiar with procedures and is aware | 1. Reeducation of the employees on the East
- that drills are part of established routine. L i = e o
Responszblilty for planning and conducting drills is w:.ng was clo'ne lfnmedlately and 11/26/12
| assigned only to competent persons who are miscommunication
| qualified to exercise leadership. Where drills are was resolved.
conducted between 9 PM and 6 AM a coded 2. All residents have the potential to be affected. All
; announcement may be used instead of audible i d by i R
; alarms. 18.74.2 employees will be re-educated by in-service
- and return demonstration relating to fire drill
1 procedures. 12/21/12
' This STANDARD is not met as evidenced by: 3. Fire .drllis wiil be conducted on a regu!ar basis
' Based on abservation and interview, the facility until correct procedures are accomplished X three.
failed to assure staff was familiar with fire All employees will be re-educated on fire drill
procedures. rocedur
! The findings include: 4 p- dril €s. ) " ) 11y 13
| Observation during a fire drill conducted on ' 4. Firedri documenta.tlon will be reviewed
| November 26, 2012 at 2:10 p.m. confirmed the By the Safety committee at the regular monthly
staff in the fire compartment failed to clear all : Meeting and presented to the QARA meeting
residents out of the area. There were five (5) X 1 quarter
residents in the immediate area of the nurses' 4 .
station that were not taken to a safe area and 1/13/13

These findings were verified by the Mamtenance

K 052 ; NFPA 101 LIFE SAFETY CODE STANDARD ., K 052
§8=F ' ;
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: obscuration light gray smoke, if not marked), the

i length of time between calibration tests shall be
permitted to be extended to a maximum of 5

i years. If the frequency is extended, records of

 detector-caused nuisance alarms and

i subsequent trends of these alarms shall be

! alarms show any increase over the previous year,
| calibration tests shall be performed.

| Based on record review, the facility failed to

| assure smoke detectors were tested for

' sensitivity every two (2) years (NPFA 72-7-3.2.1).
' The findings include:

' Record review on November 26, 2012 at 9:50

E a.m confirmed there was no documentation to

| dermonstrate the smoke detectors in the facility

|
|
|

: maintained. In zones or in areas where nuisance '

i

(X4} ID SUMMARY STATEMENT OF DEFICIENCIES ! ) PROVIDER'S PLAN OF CORRECTION ' (X5}
PREFIX {EAGH DEFICIENGY MUST BE PRECEDED BY FULL ! PREFIX (EACH CORRECTIVE ACTION SHOULDBE ~ : COMFLETION
TAG REGULATORY OR LSC IDENTIFYING INFORMATION) " TAG ! GROSS-REFEREggFEIg]Eﬁg\I;I)E APPRQPRIATE
| ' :
K052 Continued From page 3 { K052 {I

Afire alarm system required for life safety is !
installed, tested, and maintained in accordance ! )
with NFPA 70 National Electrical Code and NFPA i
72. The system has an approved maintenance ! !

- and testing program complying with applicable :l

; requirements of NFPA70 and 72. 9.6.1.4 1. Fire alarm tompany was notified |

! 2. All residents have the potential to be

| Affected. Fire company was notified

and date set for completion of testing.

3 Sensitivity testing of all smoke alarms

:5 W|!I be done and any alarms that require

i : adjustment or replacement wilt he 12/20/12

| calibrated or

This STANDARD is not met as evidenced by: |4 Fire al replaced. .

i NFPA 72, 7-3.2.1 Detector sensitivity shallbe | arm system reports will be submitted

. checked within 1 year after installation and every | by the Maintenance Dept. to the Safety

: alternate year thereafter. After the second ; committee for revi

 required calibration test, if sensitivity tests QABA meeting at hEW and presented to the

: indicate that the detector has remained within its : § at the regular monthiy meeting.

. listed and marked sensitivity range (or 4 percent '

1/13/13

i
i
|
|

i 1
H
'

i
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K 052, Continued From page 4 | Ko52 ;
+ had been tested for sensitivity. The fire alarm , f ,
| systemn report dated 7-24-12 stated "5 year ! ; |
sensitivily due.” ; i
These findings were verified by the Maintenance | :
. Supervisor and acknowledged by the ]
. Administrator during the exit conference on : |
: November 26, 2012. 1
K 062 | NFPA 101 LIFE SAFETY CQDE STANDARD K 0‘321
SS=E; ' i
| Required automatic sprinkler systems are ; |
| continuously maintained in reliable operating !
condition and are inspected and tested
periodically. 19.7.6, 4.6.12, NFPA 13, NFPA 25,
9.7.5
: This STANDARD is not met as evidenced by: 1. The 300 hall, 400 short hall, Central supply
; hNFP’:I 13 ?‘9‘93 5-3.1 -5-2rt‘g’dht9“ existing light room, and 100/200 Nurses’s Station sprinkler
| hazard systems are conve 0 use ; .
. quick-response or residential sprinklers, all heads will be replaced .by the appropriate
| sprinklers in a compartmented space shall be heads to ensure compliance with NFPA.
i Eha';%ed- 4 b g 2. All sprinkler heads in building will be checked
ased on record review, observation an : : :
interview, the facility failed to assure when quick to z?nsure they are in compliance with NFPA
response sprinkier heads were used, all sprinkler | 3. Sprinkler company was called and date set
heads in that compartment were also quick for removal and installing of sprinkler heads.
response heads. Extra heads will be replaced with appropriate
NFPA 13 states: 5-3.1.5.2 When existing light kind of heads t P heoin co?': Ii:nce
hazard systems are converted to use ind oF heaas to ensure ongotng comp - 1/4/13
guick-response or residential sprinkfers, all 4. Maintenance Dept. will report to Safety
sprinklers in a compartmented space shall be at the regular monthly meeting and wili
; changed. ject information to
| The findings include: present completed prqi ’ '
Observation, record review, and interview with the, - the QA&Q regular monthly meeting.
Maintenance Director, on November 26, 2012 i 1/13/13
between 10:00 am and 2:20 pm confirmed quick i
response sprinkler heads were installed in areas l
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10:30 a.m. confirmed the facility failed to perform

the 4-year required maintenance to fire dampers.

| These findings were verified by the Maintenance

. Supervisor and acknowledged by the
Admlmstrator during the exit conference on
November 26, 2012.

(X4) 1D SUMMARY STATEMENT OF DEFICIENCIES ' | PROVIDER'S PLAN OF CORRECTION (XS)
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K082 | Confinued From page 5 K 062
where standard response heads were also :
; installed in the 300 hall, 400 short hall, in Central
i Supply room, and by the 100/200 Nurses station. | |
f These findings were verified by the Maintenance
Supervisor and acknowledged by the ;
Administrator during the exit conference on ;
November 26, 2012, i
K 067 { NFPA 101 LIFE SAFETY CODE STANDARD ! K 067; :
88=F : i
Heating, ventitating, and air conditioning comply ‘
with the provisions of section 9.2 and are installed ; ;
in accordance with the manufacturer's i_ ] .
specifications. 19.5.2.1, 6.2, NFPA S0A, :
| 19.5.22 Heatihg and Air conditioning company
was called to set date for performing i
| fire damper maintenance, _j
iTh' STANDARD is ot met idenced b All residents have the potential to be
i 15 IS Mot mei as eviden \ . . '
t NFPA 90A, 3-4.7 Maintenance - At least every 4 affected. All fire dampers in bu:lt-img
years, fusible links (where applicable) shaltbe | will be checked to ensure compliance :
removed, all dampers shall be operated to verify with NFPA. i
that they fully close; the laich, if provided, shall be R : m required
checked; and moving parts shall be lubricated as | - Ver!ttlatmn company will perfor q
necessary. Maintenance on fire dampers to ensure
; Based on observation and interview, interview Compliance with NFPA. :12/ 21/12
. and record review, the facility failed to assure fire Results of completed maintenance of the
. dampers were maintained every 4 vears in . .
accordance with NFPA Q0A. ! Fire da.mpers will be reported to the Saff_-ty
The findings include: ; Committee at the regular monthly meeting
Record review and interview with the ' And presented to QA&A at the regular .
Maintenance Director on November 26, 2012 at monthly meeting. 1/13/13
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K 144 : NFPA 101 LIFE SAFETY CODE STANDARD ' K144:
SS=F . ; !

| Generators are inspected weekly and exercised
{ under load for 30 minutes per month in
i accordance with NFPAG9, 3.44.1.

! This STANDARD is not met as evidenced by:

; NFPA 110 - 6-4.2* Generator sets in Level 1 and
: Level 2 service shall be exercised at least once

i monthly, for a minimum of 30 minutes, using one
: of the following methods: i
i (@) Under operating temperature conditions or at |
| not iess than 30 percent of the EPS nameplate '
i rating :
: (b} Loading that maintains the minimum exhaust

' gas temperatures as recommended by the
i manufacturer
| The date and time of day for required testing shall

| be decided by the owner, based on facility

| aperations.

. 6-4.2.1

! Equivalent loads used for testing shall be

i automaticaliy replaced with the emergency loads
in case of failure of the primary source.

64.2.2

. Diesel-powered EPS instaliations that do not

- meet the requirements of 6-4.2 shall be exercised
monthly with the available EPSS load and ;
exercised annually with supplemental loads at 25
percent of nameplate rating for 30 minutes,
: followed by 50 percent of nameplate rating for 30 i

1. Generator company called and
Date set for a 2-hour load bank
Test
2. All residents have the potential to be
Affected. Generator 2-hour load bank
Test will be preformed and annually
Thereafter,
3. Atwo-hour load bank test wili be
performed and a log will be kept
to indicate all generator testing
in order to ensure compliance with
NFPA. Maintenance Dept. employees
will be inserviced as to the specifics of
a 2-hour load bank test to ensure

compliance with NFPA. 1/11/13

4. Completion report from the Generator !
company will be submitted
to the Safety committee at the
regutar monthly meeting and
presented to the QA&A at the regutlar

monthly meeting. 5 1/13/13

i
i
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|
:

(X3)
DATE

1
I

| H
K144 Continued From page 7 !
I minutes, followed by 75 percent of nameplate ;
| rating for 60 minutes, for a total of 2 continuous
| hours. i
| Based on observation and record review and
i interview, the facility failed to assure the
]
. emergency generator had an annual 2-hour load
- bank test performed. :

The findings include:
Record review of the Emergency Generator logs ¢
with the Maintenance Director, on November 26,
2012 at 11:15 a.m. failed to show a 2-hour load |
bank test had ever been performed. During the
testing of the emergency generator under load,
on November 26, 2012 at 1:15 p.m. it was i
observed the generator load was less than 10
amps which is less than the 30% of rated
capacity for a 50Kw generator.

These findings were verified by the Maintenance |
| Supervisor and acknowledged by the ;
| Administrator during the exit conference on ;‘
i November 26, 2012. |

|
|
!
i
| .!

K144

|
!
|
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